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1. INTRODUCTION 
 

SAFETY 
The following definitions will serve as a guide when reading this manual: 

WARNING  
Indicates a potentially hazardous situation, which if not avoided could result in death or serious injury. 

 

CAUTION  
Indicates a potentially hazardous situation, which if not avoided may result in minor or moderate injury. 

 

CAUTION  

A caution without the safety alert symbol indicates a potentially hazardous situation, which if not avoided may 
result in property damage. 

 
Á It is the responsibility of the owner, installer and operator to follow all requirements contained in 

these instructions and to comply with all federal, state, and local safety regulations that may apply 
to wet well installation and operations.  

Á No instructions or procedures presented in this document should be interpreted so as to put as risk 
ÁÎÙ ÐÅÒÓÏÎȭÓ ÈÅÁÌÔÈ ÏÒ ÓÁÆÅÔÙȟ ÏÒ ÔÏ ÈÁÒÍ ÁÎÙ ÐÒÏÐÅÒÔÙ ÏÆ ÔÈÅ ÅÎÖÉÒÏÎÍÅÎÔȢ  
 

WARNING  
Follow OSHA regulations for excavations. Collapse of excavation walls could result in death or serious injury.  

 
Á Working in and around excavations is dangerous. The Occupational Safety and Health 

Administration (OSHA) have specific requirements that must be followed. Prior to beginning work 
at the ÓÉÔÅȟ ÔÈÅ ÉÎÓÔÁÌÌÅÒ ÓÈÏÕÌÄ ÏÂÔÁÉÎ Á ÃÏÐÙ ÏÆ /3(!ȭÓ 3ÔÁÎÄÁÒÄȟ 0ÁÒÔ ρωςφ ɉ#ÏÎÓÔÒÕÃÔÉÏÎɊȟ 3ÕÂÐÁÒÔ 
P -%ØÃÁÖÁÔÉÏÎÓȢ ! ÃÏÐÙ ÏÆ ÔÈÉÓ ÓÔÁÎÄÁÒÄ ÉÓ ÁÖÁÉÌÁÂÌÅ ÆÒÅÅ ÏÆ ÃÈÁÒÇÅ ÁÔ /3(!ȭÓ 7ÅÂ ÓÉÔÅ 
(www.osha.gov). 

Á Careless activity or reckless operation of equipment can cause death, serious injury or property 
damage. 

Á It is important to follow the procedures and instructions in this document in order to safely and 
properly install an FTS wet well. Failure to follow these instructions will void FTS' obligations under 
the limited warranty and may cause product failure, serious personal injury or property damage. A 
copy of the relevant FTS limited warranty is found in the printed material that accompanies each 
tank, and on the FTS website (www.fgtsolutions.com).  

Á The FTS limit ed warranty applies only to a wet well installed according to these instructions. Since 
FTS does not control the parameters of any installation, FTS sole responsibility in any installation 
is that presented in the limited warranty. 

Á Comply with all applicable federal, state and local construction, health, safety and environmental 
codes, and industry standard practices. 

Á For additional information, contact your state, county and city authorities having jurisdiction, 
including health, fire or building departments, and environmental agencies. All work must be 
performed according to standard industry practices and OSHA regulations. 

Á Federal, state and local codes and regulations always take precedence over an FTS requirement. 
Á FTS must authorize ɀ in writing and pri or to wet well installation ɀ any variation to, or deviation 

from, these instructions. 
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Á All correspondence regarding variations must be retained for any warranty claim to be valid. 
Á If you have questions or encounter situations not covered in these instructions, contact  

FTS at 573-317-9620. 
 

2. PREPARATION FOR INSTALLATION 
 

Á Although FTS ×ÅÔ ×ÅÌÌÓ ÁÒÅ ÒÕÇÇÅÄȟ ÔÈÅ ×ÅÔ ×ÅÌÌ Ï×ÎÅÒ ÁÎÄȾÏÒ ÔÈÅ ×ÅÔ ×ÅÌÌ Ï×ÎÅÒȭÓ ÒÅÐÒÅÓÅÎÔÁÔÉÖÅ 
must take care so that the wet well is not dropped or damaged during delivery, unloading and 
handling on the jobsite. 

Á "ÅÆÏÒÅ ÕÎÌÏÁÄÉÎÇ ÔÈÅ ×ÅÔ ×ÅÌÌ ÆÒÏÍ ÔÈÅ ÔÒÕÃËȟ ÔÈÅ ×ÅÔ ×ÅÌÌ Ï×ÎÅÒ ÁÎÄȾÏÒ ÔÈÅ ×ÅÔ ×ÅÌÌ Ï×ÎÅÒȭÓ 
representative must make sure that all tools or other items that may damage the wet well during 
unloading are removed from the trailer bed. 

Á 7ÈÅÎ ÕÎÌÏÁÄÉÎÇ ÔÈÅ ×ÅÔ ×ÅÌÌ ÆÒÏÍ ÔÈÅ ÔÒÕÃËȟ ÔÈÅ ×ÅÔ ×ÅÌÌ Ï×ÎÅÒ ÁÎÄȾÏÒ ÔÈÅ ×ÅÔ ×ÅÌÌ Ï×ÎÅÒȭÓ 
representative must make sure that the wet well is secured in such a way that it does not roll off the 
truck. 

 

WARNING  
Do not allow dri ver to release straps securing the wet well to the truck until lifting equipment (such as a crane) is 
ÓÅÃÕÒÅÄ ÔÏ ÔÈÅ ×ÅÔ ×ÅÌÌȭÓ ÌÉÆÔÉÎÇ ÌÕÇɉÓɊȢ &ÁÉÌÕÒÅ ÔÏ ÄÏ ÓÏ ÃÏÕÌÄ ÒÅÓÕÌÔ ÉÎ ÄÅÁÔÈ ÏÒ ÓÅÒÉÏÕÓ ÉÎÊÕÒÙȢ 

 

WARNING  
Always chock the wet well. The wet well is heavy and has a large surface area. The wet well will roll on sloped surfaces 
and could be blown about by the wind. Movement of the wet well could result in death or serious injury.  

 
Á Before the wet well is unloaded or relocated on the jobsite, the wet well owner and/or the wet well 
Ï×ÎÅÒȭÓ ÒÅÐÒÅÓÅÎÔÁÔÉÖÅ ÍÕÓÔ ÃÏÍÐÌÅÔÅ ÔÈÅ ÆÏÌÌÏ×ÉÎÇ ÓÔÅÐÓȡ 

o Visually inspect the entire exterior surface of the wet well to make sure that no shipping or 
handling damage has occurred. Look particularly for holes, cracks or deep scrapes. If damage 
is detected, do not attempt repairs. Contact FTS immediately. 

o Sign the shipping papers accepting the wet well as delivered. 
o Be sure that all equipment used to lift the wet well is rated to handle the load. 
o Select a solid, level area to place the wet well, and clear that area of all rocks, trash and debris. 

Á When hoisting the wet well follow these instr uctions:  (See figures 2-1 ɀ 2-7.) 
o To unload these wet wells, use the lifting lugs that are situated on top of the wet well in its 

rotated position. To install the wet well, carefully rotate the wet well to its upright position 
and then use all lifting lugs situated on top of the wet well in its upright position. (See 
FIGURES 2-1 ɀ 2.7.) 

o Do not wrap chain or cable around the wet well. 
o Use guide ropes to guide the wet well when needed.  
o Do not roll the wet well to move it.  
o When the wet well is rotated (the wet well is upright), use all top lifting lug(s) provided to 

lift  and install the wet well. (See figure 2-6.) 
Á Whenever a wet well is temporarily placed aboveground at the site, chock it in place to prevent 

rolling.  Tie the wet well down if high winds are expected. 
Á Whenever a wet well is temporarily placed above the ground in a situation in which there could be 

freezing temperatures, always take extra care so that water does not accumulate in a way that could 
result in damage to the wet well or any internal components.  
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Á Excavate a hole large enough to accommodate basin, underground piping, backfill material, and 
adequate working space. 

Á When using multiple lifting lugs, the angle of the lifting sling should never exceed 30 degrees. When 
a situation arises that the angles will be greater than 30-degree, utilize a spreader bar to achieve an 
acceptable angle degree ɀ see FIGURE 2-5 & FIGURE 2-7. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
    
 
 
                   

 
 
 
 

       
 
 
 
 
 
 
 
 
 
 
 
 

 
 
  
 
 
 
 
 

STEP 3 
FIGURE 2-3 

STEP 4 
FIGURE 2-4 

STEP 1 
FIGURE 2-1 

STEP 2 
FIGURE 2-2 
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3. BACKFILL MATERIAL 
 

Á FTS wet well must be installed using pea gravel, crushed stone or select backfill as the backfill 
material. (See FIGURE 3-1.)  

Á When using rounded stone, the material is to be a mix of rounded particles, sizes between 1/8 inch 
and 3/4 inch. The rounded stone must conform to the specification of ASTM C-33, paragraph 9.1, 
sizes 6, 67 or 7. 

Á When using crushed stone, the material is to be mix of angular particles, sizes between 1/8 inch and 
1/2 inch. The crushed stone must conform to the specifications of ASTM C-33, paragraph 9.1, sizes 
7 or 8. 

Á If material which meets these specifications is not available, contact FTS at 573-317-9620. 
 

FIGURE 2-6 

FIGURE 2-5 

FIGURE 2-7 
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TABLE 1 ɀ Standard size of coarse aggregate meeting FTSȭ ÒÏÕÎÄÅÄ ÇÒÁÖÅÌ 3ÐÅÃÉÆÉÃÁÔÉÏÎÓȢ 

Amount of material passing through each laboratory sieve given as percentage of total weight. 

Grade Number 

6 100% 90-100% 20-55% 0-15% 0-5% - 

67 100% 90-100% - 20-55% 0-10% 0-5% 

7 - 100% 90-100% 40-70% 0-15% 0-5% 

Sieve Size 
    

 

  

1 inch 
25.0 mm 

¾ inch 
19.0 mm 

½ inch 
12.5 mm 

3/8 inch 
9.5 mm 
 

0.187 inch 
4.75 mm 
No. 4 

0.094 inch 
2.36 mm 
No. 8 

Note: Standard sizes of coarse aggregate per ASTMD-448, ASTM C-33 and AASHTO M 43. 
 
TABLE 2 ɀ Standard sizes of coarse aggregate meeting FTSȭ ÃÒÕÓÈÅÄ ÓÔÏÎÅ ÓÐÅÃÉÆÉÃÁÔÉÏÎÓȢ 

Amount of material passing through each laboratory sieve given as percentage of total weight. 

Grade Number 

7 - 100% 90-100% 40-70% 0-15% 0-5% 

8 - - 100% 85-100% 10-30% 0-10% 

Sieve Size       

1 inch 
25.0 mm 

¾ inch 
19.0 mm 

½ inch 
12.5 mm 

3/8 inch 
9.5 mm 
 

0.187 inch 
4.75 mm 
No. 4 

0.094 inch 
2.36 mm 
No. 8 

Note: Standard sizes of coarse aggregate per ASTM D-448, ASTM C-33 AND AASHTO M 43. 
 

ACCEPTABLE BEDDING AND BACK FILL MATERIALS FOR WET WELLS 
Á Round stone and crushed stone materials as described in FTS Backfill Guidelines document are 

essentially self-compacting. However, other materials are suitable for bedding and backfilling 
around wet wells, provided that these materials are compacted and meet the density requirements. 

Á Another important characteristic of good backfill materials is hardness or stability when exposed 
to water or loads. Most natural materials have no problem meeting the hardness requirement. 
However, materials like soft limestone, sandstone, seashells or shale should not be used as back fill 
because they may break down over time.  

Á 4ÅÒÍÉÎÏÌÏÇÙ ÉÎ ÔÈÅ ÄÏÃÕÍÅÎÔ ÉÓ ÒÅÆÅÒÒÅÄ ÆÒÏÍ !34- $ ςτψχȡ Ȱ3ÔÁÎÄÁrd Practice for Classification 
ÏÆ 3ÏÉÌÓ ÆÏÒ %ÎÇÉÎÅÅÒÉÎÇ 0ÕÒÐÏÓÅÓ ɉ5ÎÉÆÉÅÄ 3ÏÉÌ #ÌÁÓÓÉÆÉÃÁÔÉÏÎ 3ÙÓÔÅÍɊȱȢ -ÏÓÔ ÕÎÃÏÎÓÏÌÉÄÁÔÅÄ 
materials can be represented by the Unified Soil Classification System (USCS) definitions. The USCS 
defines materials using two-lettÅÒ ÃÏÍÂÉÎÁÔÉÏÎÓȢ &ÏÒ ÅØÁÍÐÌÅȟ ÔÈÅ 53#3 ÓÙÍÂÏÌ Ȱ'7ȱ ÒÅÆÅÒÓ ÔÏ Ȱ×ÅÌÌ 
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ÇÒÁÄÅÄ ÇÒÁÖÅÌȱȢ !ÄÄÉÔÉÏÎÁÌÌÙȟ ÍÉØÔÕÒÅÓ ÏÆ ÓÏÉÌÓ ÃÁÎ ÂÅ ÒÅÆÅÒÅÎÃÅÄ ×ÉÔÈ ÈÙÐÈÅÎÓȠ ÆÏÒ ÅØÁÍÐÌÅȟ Ȱ'7-
'-ȱ ÃÏÒÒÅÓÐÏÎÄÓ ÔÏ Ȱ×ÅÌÌ ÇÒÁÄÅÄ ÇÒÁÖÅÌ ×ÉÔÈ ÓÉÌÔȱ 

 
TABLE 3 ɀ Shows the relevant USCS symbols for other acceptable backfill and bedding materials. If these 
materials are used, they must be placed and compacted as shown in Table 4. 

First Letter Second Letter 

Letter Definition Letter Definition 

G Gravel P Poorly Graded (uniform particle sizes) 

S Sand W Well Graded (diversified particle sizes) 

M Silt H High Plasticity 

C Clay L Low Plasticity 

O Organic  

TABLE 3 
 

When using approved alternate bedding and backfill material around wet wells, additional 
compactive effort is required.   
 

TABLE 4 ɀ Defines compactive effort terminology and explains in-place and relative density requirements. 
 

Compactive Effort Definition 
Proctor 
Density 
(In-Place) 

Relative 
Density 

Dumped 
No compaction effort (self-
compacting). 

At least 85% At least 40% 

Slight Some compactive effort required. At least 85% At least 40% 

Moderate Additional compactive effort required. 85% - 95% 40% - 70% 

High High level of compactive effort. At least 95% At least 70% 

TABLE 4 
 

TABLE 5 ɀ Describes compaction requirements for various acceptable bedding and backfill materials for 
wet wells. 
 

Material Description 
Compaction 
Requirement 

Crushed 
Stone/Round 
Stone 

Standard material as described in FTS Backfill guidelines Dumped 

GW, GP, SW, SP Coarse grained soils with less than 12% fines Slight 

CL, ML, ML-CL 
Fine grained material (with liquid limit < 50) with medium 
to no plasticity. More than 25% coarse-grained particles in 
the material. 

Moderate 

GM, GP, SW, SP Coarse-grained soils with fines Moderate 

CL,ML,ML-CL 
Fine grained materials (with liquid limit < 50) with medium 
to no plasticity. Less than 25% coarse-grained particles in 
the material. 

High 

TABLE 5 
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4. INSTALLATION 
 
GENERAL EXCAVATION PARAMETERS 

WARNING  
Follow OSHA regulations for tank excavations. Collapse  of excavation walls could result in death or serious injury.  

 
Á The installing contractor must take all precautions necessary to protect employees working in or 

near a tank excavation. These precautions should include but are not limited to the following.  
Á Locate and protect any utility installations near the excavation before opening the excavation.  
Á Secure the walls of the excavation. 
Á  Protect employees from hazards associated 

with water accumulation in the excavation.  
Á Erect barricades, etc. to prevent unauthorized 

vehicle or pedestrian traffic  
Á Inspect a minimum of once a day, the 

excavation and surrounding area.  
Á For additional information on excavation, 

trenching and shoring safety practice, consult 
/3(!ȭÓ 3ÔÁÎÄÁÒÄȟ 0ÁÒÔ ρωςφȟ 3ÕÂÐÁÒÔ 0 
(Excavations), 650-φυςȠ ÁÎÄ Ȱ&ÁÌÌ 0ÒÏÔÅÃÔÉÏÎ 
2ÕÌÅÓ ÁÎÄ 2ÅÇÕÌÁÔÉÏÎÓȢȱ  

 

EXCAVATION AND TANK LOCATION 
NOTICE 

Improper placement of the excavation may result in damage to the tank and/or property damage.  

 
Á FTS recommends that the tank owner seek the advice of a local foundation professional engineer to 

determine the proper placement of a tank excavation near any existing structure(s). 
Á 4ÈÅ ÔÁÎË Ï×ÎÅÒ ÁÎÄȾÏÒ ÔÈÅ Ï×ÎÅÒȭÓ ÔÅÃÈÎÉÃÁÌ ÒÅÐÒÅÓÅÎÔÁÔÉÖÅ ÉÓ ÒÅÓÐÏÎÓÉÂÌÅ ÆÏÒ ÄÅÔÅÒÍÉÎÉÎÇ ÔÈÅ 

proper placement of a tank excavation. 
Á In general terms, the size of the excavation is determined by: 
Á The number of tanks to be installed 
Á The size of the tanks to be installed 
Á The location of a tank can be affected by the location of nearby structures. When selecting a tank 

site, care must be taken to avoid undermining the foundations of existing structures or new 
buildings to be constructed. See FIGURE 4-1. 

Á Ensure that downward forces from loads carried by the foundations and supports of nearby 
structures (constructed before or after tank installation) are not transmitted to the tanks. 

Á Typically, the way to check the placement of the tank in relationship to a nearby structure is to do 
the following: 
 

Á Step  1 ɀ Determine the depth of burial needed for the tank. 
Á Step  2 ɀ Locate the footing of the structure to be considered. 
Á Step 3 ɀ Determine the line that would fall into the ground from a 45-degree angle drawn 

downward from the corner(s) of the footing of the foundation that is closest to the tank. 
Á Step 4 ɀ 4ÈÅ ÔÁÎË ÍÕÓÔ ÎÏÔ ÆÁÌÌ ×ÉÔÈÉÎ ÔÈÅ ȰÓÈÁÄÏ×ȱ ÏÆ ÔÈÅ 45-degree-angle line drawn from the 

foundÁÔÉÏÎȭÓ ÆÏÏÔÉÎÇȢ        See FIGURE 4-1. 
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Á Step 5 ɀ If  ÔÈÅ ÔÁÎË ×ÏÕÌÄ ÆÁÌÌ ×ÉÔÈÉÎ ÔÈÉÓ ȰÓÈÁÄÏ×ȟȱ ÄÏ ÏÎÅ ÏÆ ÔÈÅ ÆÏÌÌÏ×ÉÎÇ ÔÏ ÅÎÓÕÒÅ ÔÈÁÔ ÔÈÅ ÔÁÎË 
ÄÏÅÓ ÎÏÔ ÆÁÌÌ ×ÉÔÈÉÎ ÔÈÅ ȰÓÈÁÄÏ×ȱȡ 

Á Move the tank away from the existing building. 
Á Move the foundation of the building to be constructed away from the tank. 
Á $ÅÅÐÅÎ ÔÈÅ ÆÏÏÔÉÎÇ ÏÆ ÔÈÅ ÐÌÁÎÎÅÄ ÂÕÉÌÄÉÎÇȭÓ ÆÏÕÎÄÁÔÉÏÎȢ 

DRY-HOLE INSTALLATION 
Á Step 1 ɀ Prepare a smooth, level bed, 6 inches thick, of approved backfill material, or a concrete pad 

designed by a project engineer. 
Á Step 2 ɀ Place the wet well onto the bed or concrete pad. 
Á Step 3 ɀ Test base compaction to 85% density proctor and documented.  

WET-HOLE INSTALLATION 
Á Step 1 ɀ Before performing Step 1 of the dry-hole installation, pump the water from the hole and 

continue pumping to maintain minimum water level during wet well installation. 
Á Step 2 ɀ Test base compaction to 85% density proctor and documented.  
Á Step 3 ɀ During Step 2 of the dry-hole installation, when setting the wet well, partially ballast the 

wet well until it settles firmly on the prepared bed. The ballast level in the wet well must never 
exceed the water level in the hole by more than 1 foot until the backfill reaches the top of the wet 
well. 

 

DRY-HOLE AND WET-HOLE INSTALLATION 
Á From the edge of the hole, bring the backfill up in the excavation.  Approved backfill material must 

be used at least 12 inches around the entire periphery of the wet well. 
Á FTS recommends the use of a geotextile fabric to help separate the select backfill from the in-situ 

soil. 
Á For further information concerning geotextile specifications and installation procedures, consult 
ÔÈÅ ÇÅÏÔÅØÔÉÌÅ ÓÕÐÐÌÉÅÒȭÓ ÉÎÓÔÁÌÌÁÔÉÏÎ ÇÕÉÄÅÌÉÎÅÓ ÏÒ ÉÎÓÔÒÕÃÔÉÏÎÓȢ 

Á Polyethylene film is not considered an effective geotextile material. It may tear or degrade while in 
service.  

Á The minimum amount of back fill around the periphery of the well is normally determined by the 
presence or absence of traffic at the site. (See Figure 4.3 and 4.4) 
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Top Slab Construction Method 
Á 4ÈÅ ×ÅÔ ×ÅÌÌ ÆÉÂÅÒÇÌÁÓÓ ÔÏÐ ÉÓ ÄÅÓÉÇÎÅÄ ÔÏ ÓÕÐÐÏÒÔ ÔÈÅ ÄÅÁÄ ×ÅÉÇÈÔȟ ÉÎÃÌÕÄÉÎÇ φȱ ÏÆ ÇÒÁÎÕÌÁÒ ÂÅÄÄÉÎÇ 
ÁÎÄ φȱ ÏÆ Á ×ÅÔ ÃÏÎÃÒÅÔÅȢ    !ÌÌ ÌÏÁÄ-bearing weight of the concrete pad and the traffic load exerted 
to the pad must be distributed to the outside perimeter of the wet well.  The concrete pad and 
outside support perimeter shall be designed by the Engineer of Record. 
 
 
 

 
FIGURE 4.3 

 
 

 
 

 
FIGURE 4.4 

 

 


